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Existing Water Tower Deficiencies
• Water Facility Plan (Aug. 2015) identified need for 

water tower replacement
 Base coat paint losing adhesion
 High lead content in base coat
 Seismic concerns
 Cracking foundations
 Deterioration of welds
 Corroding pipe
 Undersized to support future growth
 Spatial constraints for IF Power
 Icicle formation on roof eaves
 Not compliant with current codes
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